



















  Abstract: The  increasing  interest  in the development of solar cooling technologies to their 
various  economic  and  impressive  environmental  benefits,  conducted  us  to  study  the 
feasibility of solar desiccant cooling systems in Algerian Sahara, particularly in the region of 
Biskra. Thus, we present  in this paper, the results of an experimental  investigation of solar 
flat plate  collectors  (FPCs)  to  test and estimate  their heat  regeneration  capacity  for  solid 
desiccant cooling applications. The applicability of both Pennington and Dunkle cycles taking 
into account the effects of some parameters such as outdoor humidity and temperature and 
hot air  temperature  required  to  regenerate  the desiccant wheel have been studied. From 
the  psychrometric  analysis,  it was  found  that  the  Dunkle  cycle  is  suitable  in warm  and 
semiarid  climate.  In  addition,  this  study  has  allowed  us  to  show  that  the  temperature 
achieved by  the  flat plate solar air heaters  in a  large band of air  flow  rate can satisfy  the 
energy needs for the dehumidification in desiccant cooling systems. Hot water produced by 










       
1. Introduction 












Solar  sorption heat pump and  refrigeration devices are of  significance  to meet  the needs  for  cooling  requirements  such as air‐


































































































































Algeria  is always  looking  for alternative energy sources;  the government established  the Commission  for New Energy  in 1982  to 
develop  nuclear  energy,  solar  energy,  and  other  potential  sources  of  power.  Whereas  solar  power  was  proving  to  have 






inconvenient  in  certain  respects.  the  bulky  volume  of  the machine,  the  intermittent  and  varying  character  of  the  operating 
conditions make the problems of cold compartment, the operating cost of solar water heater, energy storage and solar collector’s 
acreage (Duffie 2013). 

















(Table  2).  The  psychrometric  chart  for  Pennington  cycle  shows  that,  air  humidity  in  the  building  (point  5)  is  higher  than  the 
acceptable comfort conditions (ASHRAE 2013). 








Saharan  regions  (Table 3). But beyond  these  values  the applicability of Dynkel  system becomes uncertain. The major problem, 
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In Figure 9, we present  the outlet  temperatures of both FPCs compared  to a referential  temperature which  is necessary  for  the 
functioning of solid desiccant cooling systems (50‐80 °C). The average values of the outlet temperatures for both collector models 
recorded  in different  test days were presented. We can also observe  that  the  temperatures achieved by  the  flat plate  solar air 




















The system used  in this part  is  industrial solar water heating  (type CESTH200).   Thus we have modified  its thermostat to exceed      
80 °C. The storage of hot water was assured by a plastic tank of 6 mm thickness and 0.3 m3 volume, covered by a layer of local mud 





The FPC water heater was  tested  in Biskra under similar environmental conditions  (Jun 24‐29, 2012). The stored water was also 
tested  in the same period over 12 hours  in the night. At the beginning of the storage process (18h00) the ambient temperatures 
was 40 ~ 42 °C, and it was 28~30 °C at the end of the storage tests (06h00). It is clear that the hot water temperatures achieved by 
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